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NOT ALL OBSTRUCTIONS ARE CONSIDERED

IN THESE LIGHTING CALCULATIONS.
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STATISTICS
Description Symbol Min Min/Avg
Gatehouse & Entrance X 34 lux 0.34
Road [100/0.40]
LUMINAIRE SCHEDULE
Symbol Label Catalog Number Description Lamp
A THORLUX Wall Mounted @ 10m 1 x 45,645 Lumens
D D8.w Starbeam 0° Tilt 4,000K Colour Temp
GA2 Area Optic CRi70+
SB2.128.307A2
A THORLUX Column Mounted @ 8m 1 x 48,212 Lumens
I cGs Starbeam 0° Tilt 4,000K Colour Temp
GR12 Optic CRi70+

SB2.128.307R12
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NOTES

1. Alldimensions are to be checked on site before the commencement of works. Any
discrepancies are to be reported to the Architect & Engineer for verification. Figured

dimensions only are to be taken from this drawing.

2. This drawing is to be read in conjunction with all relevant engineers' and service engineers'

drawings and specifications.
This drawing is copyright.

3. Electrical contractor to confirm all lighting layouts comply with lighting levels and uniformity

stated within specification.

4. Luminaries shown for information only.
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UPDATED TO THE LATEST SITE PLAN
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UPDATED TO RETAIN ENTRANCE LIGHTING COLUMN WITH A NEW FITTING/HEAD
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