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The Contractor shall verify and be responsible for all dimensions. DO NOT scale the
drawing - any errors or omissions shall be reported to Seven Architecture without delay.
The Copyrights to all designs and drawings are the property of Seven Architecture.
Reproduction or use for any purpose other than that authorised by Seven Architecture is
forbidden.
GENERAL NOTES:
1. For the purposes of construction the drawing must not be scaled and only written or
calculated dimensions
2. Any queries or doubts, drawing error or divergences should be referred to the
originator.
3. All dimensions to be checked on site.
4. All architectural drawings are to be read in conjunction with the relevant
architectural specifications and outline specification sheets.
5. All the details and setting-out drawings to be read in conjunction with the relevant
o consultants and subcontractor drawings.
REV: DESCRIPTION: DATE: DRAWN: CHECK:
P01 FIRST ISSUE 11.05.26 SG LM
P02  SECOND ISSUE 18.05.26 SG LM
\(C/ \r>|\/ \(C/ \(C/ \r>|\/ P03 THIRD ISSUE 270526 SG LM
P04  CEILING REDUCED IN HEIGHT 12.06.26 SG LM
C01  CONSTRUCTION ISSUE 06.07.26 SG LM
moo_.mﬁ_<m _”_Bdm_. ﬁ.cmm C02  FLOOR FIRE PROTECTION UPDATED  08.07.26 SG LM
C03  CORRIDOR FLOOR UPDATED 14.07.26 SG LM
C04  RECEPTION CPBRD UPDATED 23.07.26 SG LM
STERILE VOID SPACE Gypframe FEA 1 Steel Angle
NOT FOR STORAGE Hangers max 5.6m suspension
MEP NEEDS TO CONSIDER THIS.
HATCHES TO ACCESS VOID|DETECTION FOR TESTS
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\ N Plasterboard Ceiling Bulkhead
3238mm GypCeiling MF C106023 (EN) providing fire protection to timber KEY PLAN (NTS):
GypCeiling MF suspended ceiling. truss bracket
Gypframe FEA 1 Steel Angle Hangers lined with Suspended LED lights
two layers of Gyproc SoundBloc 15mm with 100mm to MEP design
Isover Spacesaver Ready-Cut in the cavity. New internal door

Echophon Solo Baffles with Akutex finish
(final colours TBC by client)

_Io - O O - o N Joists to sit on fire rated DPM where interfacing \with wall.

Corridor Q]
. —)
( (4] New 22mm flooring grade T&G chipboard.
e < H n _ m mm —.O O 3 Airtight vapour barrier (fire rated) over jaists and taped to the external walls —
\ . New sw timber skirting boards, primed and painted. Existing masonry external wall
MMMMMﬂ:mMQM&%m.m_:@_m Frame and GypCeiling Shat m m m . N - _ _ _ N New timber joists min 47 x 220mm, 400|gap between joists
i : . : .9 500 wide Envirograf Product 53: Underfloor Fire Barrier and Acoustic Barrier o CLIENT-
ire resistance BS EN 1364-1: 60 minutes through partiton O . : e . . Metal Vent termination 150mm above ground to U/S vent
Britigh Gypsum System Ref: A206079 (EN) = CC: fixed {o side ofoists. 40mm thick sound proofng sponge Cellar cast iron vent painted black by cast iron airbrick company WATERGROVE TRUST
) . Installation of fire barrier to manufacturers details .

Fire resistance BS EN 1364-2: 60 minutes through ceiling from below
British Gypsum System Ref: C106053 (EN)
Estimated 60 minutes through ceiling from above.

Brass faceplate with integrated insect mesh.

700mm wide 10mm perforated steel plate powder coated
supported on steel brackets from pin kerb and wall
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